INSTALLATION CERTIFICATE (Page 4 of 12) CF-6R

Site Address Permit Number

INSTALLER COMPLIANCE STATEMENT FOR DUCT LEAKAGE

INSTALLER COMPLIANCE STATEMENT
The building was: v" CITested at Final v [0 Tested at Rough-in

INSTALLER VISUAL INSPECTION AT FINAL CONSTRUCTION STAGE FOR NEW DUCTS:
O Remove at least one supply and one return register, and verify that the spaces between the register boot and the interior finishing

wall are properly sealed.
O If the house rough-in duct leakage test was conducted without an air handler installed, inspect t%éj)nnection points between the

air handler and the supply and return plenums to verify that the connection points are properly

d.

O Inspect all joints to ensure that no cloth backed rubber adhesive duct tape is used on new ducts.

v [ DUCT LEAKAGE REDUCTION
Procedures for field verification and diagnostic testing of air distribution systems are available in RACM, Appendix RC4.3

NEW CONSTRUCTION:
Duct Pressurization Test Results (CFM @ 25 Pa) Measured
Values
1 | Enter Tested Leakage Flow in CFM:
Fan Flow: Calculated (Nominal: v' 00 Cooling v' I Heating) or v' [0 Measured
2 | If Fan Flow is Calculated as 400 cfm/ton x number of tons or as 21.7 cfim/(kBtu/hr) x Heating
Capacity in Thousands of Btu/——=snter total cal(—1}d or measured fan flow in CFY—}e: v v
3 Pass if Leakage Percentage <3~ for Final or <4 at Rough-in without air handle:” [ Pass O Fail
[100x [ (Line#1)/ (Line # 2)]]
ALTERATIONS: Duct System and/or HVAC Equipment Change-Out
Enter Tested Leakage Flow in CFM froqu,_TvATest of Existing Duct System Prior to Duct
4 System Alteration and/or Equipment Change-Out.
Enter Tested Leakage Flow in CFM from Final Test of New Duct System or Altered Duct
S System for Duct System Alteration and/or Equipment Change-Out.
Enter Reduction in Leakage for Altered Duct System
6 [ (Line # 4) Minus (Line # 5)] — (Only if Applicable)
7 | Enter Tested Leakage Flow in CFM to Outside (Only if [rE‘jcable) v v
g Entire New Duct System - Pass if Leakgge Percentage < &% for Final. O Pass O Fail
[100x [ (Line #5) / Line # 2)]]
TEST OR VERIFICATION STANDARDS: For Altered Duct System and/or HVAC Equipment Change- v v
Out Use one of the following fo{ = }st or Verification Standards for compliance:
9 Pass if Leakage Percentage E/E% [100 x [ (Line #5) / (Line # 2)]] O Pass O Fail
10 Pass if Leakage to Outside Percentage ?@% [100 x (Line #7) / (Line # 2)]] O Pass O Fail
Pass if Leakage Reduction Percentage > 0% [100 x [ (Line # 6) / (Line # 4)]] O Pass O Fail
11 | and Verification by Smoke Test and Visual Inspection
12 | Pass if Sealing of all Accessible Leaks and Verification by Smoke Test and Visual Inspection O Pass O Fail
Pass if One of Lines # 9 through # 12 pass O Pass O Fail

v DI, the undersigned, verify that the above diagnostic test results were performed in conformance with the requirements for compliance
credit. I, the undersigned, also certify that the newly installed or retrofit Air-Distribution System Ducts, Plenums and Fans comply with
Mandatory requirements specified in Section 150 (m) of the 2005 Building Energy Efficiency standards.

Installing Subcontractor (Co. Name) OR General Contractor (Co. Name) OR Owner

Signature: Date:

Copies to: BUILDING DEPARTMENT, HERS RATER (IF APPLICABLE) BUILDING OWNER AT OCCUPANCY

Residential Compliance Forms December 2005


npena
Note
Deleted "≤" and replaced with "<" . To match Section 152(b)1D.

npena
Note
Deleted "≤" and replaced with "<" . To meet Section 152(b)1E.

npena
Note
Deleted "≥" for ">" . To meet Section 152(b)1E.
.


npena
Note
Deleted "CF-6R".  Not applicable  on this CF-6R form.

npena
Note
Deleted "≤" and replaced with "<" . To match Section 151 (f) 10.

npena
Note
Deleted "≤" and replaced with "<" . To match Section 152 (b) 1 D.

npena
Note
Deleted "≤" and replaced with "<"

npena
Note
Added "For New Ducts"

npena
Note
Added "without air handle" to clarify the deference between Tested at Final.


npena
Note
Added "on new ducts."
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